
San Jose Water Company

RE: Lead Sampling in Schools

San Jose, CA 95110

110 W. Taylor Street

Jeanette L. Poplin For David  S. Pingatore

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 06/27/18 22:57. If you 

have any questions concerning this report, please feel free to contact me.

Sincerely, 

13 July 2018

Work Order: 18F2691

Attn: Sarah Richardson

ELAP Certificates 1551, 2728, and 2922



Project:

Project Number:

Project Manager:

Reported:

San Jose Water Company

110 W. Taylor Street Lead Sampling in Schools

Lead in Schools

Sarah Richardson

07/13/18 11:40San Jose CA, 95110

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

4310011-BAJ-F 18F2691-01 Water 06/27/18 07:52 06/27/18 22:57

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

San Jose Water Company

110 W. Taylor Street Lead Sampling in Schools

Lead in Schools

Sarah Richardson

07/13/18 11:40San Jose CA, 95110

Metals by EPA Method 200.8 ICP/MS

 Analyte  Result MDL Units Dilution Batch Prepared Analyzed Method Notes AnalystLimit

Reporting

P-024310011-BAJ-F (18F2691-01) Water    Sampled: 06/27/18 07:52   Received: 06/27/18 22:57

0.26Lead 5.0 J0.24 ug/L 1 AG83183 07/03/18 10:08 07/03/18 13:48 EPA 200.8 JRA

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

San Jose Water Company

110 W. Taylor Street Lead Sampling in Schools

Lead in Schools

Sarah Richardson

07/13/18 11:40San Jose CA, 95110

Result MDL Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals by EPA Method 200.8 ICP/MS - Quality Control

Batch AG83183 - EPA 200 Series

Blank (AG83183-BLK1) Prepared & Analyzed: 07/03/18 

Lead ND 5.0 U0.048 ug/L

LCS (AG83183-BS1) Prepared & Analyzed: 07/03/18 

Lead 22.6 5.0 20.00.048 85-115113ug/L

Duplicate (AG83183-DUP1) Source: 18F2685-01 Prepared & Analyzed: 07/03/18 

Lead ND 5.0 ND 20 U0.24 ug/L

Matrix Spike (AG83183-MS1) Source: 18F2685-01 Prepared & Analyzed: 07/03/18 

Lead 108 5.0 100 ND0.24 70-130108ug/L

Matrix Spike (AG83183-MS2) Source: 18F2815-01 Prepared & Analyzed: 07/03/18 

Lead 107 5.0 100 0.3400.24 70-130107ug/L

Matrix Spike Dup (AG83183-MSD1) Source: 18F2685-01 Prepared & Analyzed: 07/03/18 

Lead 107 5.0 100 ND 200.24 70-130 0.664107ug/L

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

San Jose Water Company

110 W. Taylor Street Lead Sampling in Schools

Lead in Schools

Sarah Richardson

07/13/18 11:40San Jose CA, 95110

Notes and Definitions 

J Detected but below the Reporting Limit; therefore, result is an estimated concentration, detected but not quantified (DNQ).

P-02 Sample acidified to pH <2 and allowed to sit 24 hours before further processing.

U Analyte included in analysis, but not detected at or above MDL.

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Analyte NOT DETECTED at or above the reporting limitND

Rec Recovery

MDL Method detection limit

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety.
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